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-The luminaire shall be installed by a quali�ed electrican and 
  wired in accordance with the latest IEE electrical regulations
  or the national requirements.
- LED board & led driver are not serviceable and not replaceable.
- The light source of this luminaire is not replaceable; when the
   light source reaches its end of life the whole luminaire shall
   be replaced.
- Luminaire must not be used or stored in corrosive environment
   where hazardous materials such as sulphur,chlorine,
   phthalates,etc,are present.
-This luminaire is not suitable for use as emergency lighting
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2.3:Mounted with BESA 

:Wiring from end hole

3.1:Wiring from middle hole

The end face of the �rst 
luminaire and the last luminaire
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2.1:Surface  Mounted

2.2:Suspend  Mounted
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